ECARO—-25 GENERAL PIPING NOTE DEVICE LEGEND

1. NO_CHANGES SHALL BE ALLOWED IN THE PIPE LAYOUT UNLESS APPROVED BY
I

RELEASING CONTROL PANEL

AGENT DISCHARGE 360" NOZZLE — AFF

2. MATERIALS:

AGENT DISCHARGE 360" NOZZLE

A. PIPE: GALVANIZED THREADED AND GROOVED UNDERFLOOR/ABOVE CLG

ASTM A—53, CLASS F, FURNACE WELD, SE:8640 SCH—40 1/2” THRU 8" NPS

AGENT DISCHARGE 180" NOZZLE — AFF

B. FITTINGS: MINIMUM WORKING PRESSURE GREATER
THAN MAXIMUM CYLINDER WORKING PRESSURE OF 500 PSI

1. BLACK OR GALVANIZED MALLEABLE—IRON 300LB CLASS SCREWED
2. VICTAULIC STYLE 07 "ZERO—FLEX” 1” THRU 8" ROLL GROOVED

3. WELDED FITTINGS, AND WELDING ALLOYS SHALL EXCEED

AGENT DISCHARGE 180" NOZZLE — UNDERFLOOR/ABOVE CLG

AGENT PIPING

FITTING WORKING PRESSURES LISTED ABOVE.
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, Y B : I 6. ALL PIPE SHALL BE CLEAR OF PARTICULATE MATTER, AND OIL RESIDUE
) a—é e oo PRIOR TO INSTALLATION. INTERNAL PIPE CLEANING SHALL UTILIZE NONFLAMMABLE SOLVENTS.
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DISCHARGE NOZZLE MOUNTING DETAIL AGENT PIPE HANGER NOTE Important_structural note:
— — — — Tolco Steel Fig. 65 components were used
; ; during structural testing and are required
9 P 1. ALL PIPING SHALL BE SUPPORTED FROM THE BUILDING to achieve the listed results. Malleable iron
C e foedi o STRUCTURE IN A NEAT AND WORKMANLIKE MANNER. HANGING gomponents must never be substituted
cRu PIPES FROM OTHER PIPES SHALL NOT BE PERMITTED. NO pecause Of this materia P
G12-67] 3 v g;é PIPE SHALL BE SUPPORTED FROM ANY MECHANICAL OR
14-10 M- ELECTRICAL PIPES OR EQUIPMENT.
- 'l 2. ALL PIPING SHOULD BE SECURELY SUPPORTED WITH DUE SIVEL SWAY __— SWIVEL SWAY/
" ALLOWANCE FOR AGENT THRUST FORCES, THERMAL EXPANSION e R e L
e AND CONTRACTION, AND SHOULD NOT BE SUBJECTED TO
MECHANICAL, CHEMICAL, VIBRATION, OR OTHER DAMAGE. \
3. ALL PIPING MUST BE SOLIDLY ANCHORED TO WALLS, CEILING BRACE PIPE \
STRUCTURE, FLOORS, OR COLUMNS WHERE LONGITUDINAL OR BRACE PIPE
NO LATERAL SWAY MAY OCCUR. ? d ? d
4. RIGID PIPE SUPPORTS ARE REQUIRED AT EACH DIRECTIONAL FIG. 4A o FIG. 4A ©
CHANGE, FITTING, TEE, AND NOZZLE. ALL DROPS TO 180 P S o RACE AT
NOZZLES REQUIRE BACK BRACING IN THE OPPOSITE DIRECTION
Zun OF DISCHARGE.
e - TYPICAL RIGID SUPPORTS
5. "C" CLAMPS ARE NOT ACCEPTABLE TO SUPPORT ROD HANGERS
.......... D o g MAXIMUM
NOMINAL MINIMUM
PIPE SIZE | DISTANGE BETMEEN 120D DIAMETER 5
360" NOZZLES — REFERENCE THE CENTER OF THE ORIFICE 1/4” 7-0" 3/8” CONCRETE ANCHEIR/ PIPE CLAMP
180" NOZZLES — REFERENCE THE CENTER LINE BETWEEN THE - — - THREADED ROD
~ ; : TOP ORIFICE AND THE BOTTOM ORIFICE 1/2 7 -0 3/8 ®
. . | 3 4” 71_011 3 8”
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% — — p p p = —BL — 4” 14,_0” 5/8” CONCRETE ANCHOR CONCRETE ANCHOR
” ) » » R . Nz R
§ 5 16'-0 5/8 1 . Raiss
AGENT RELEASE MODULE 6" 17'=0" 3/4
THREADED COUPLING o 190 3/4 TYPICAL UNDERFLOOR SUPPORTS
MECHANICAL PLAN - CEILING — GAS CARTRIDGE. ACTUATOR

*INFORMATION FROM FSSA PIPE DESIGN HANDBOOK

1/2” RIGID COUPLING
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» j K ENCLOSURE INTEGRITY NOTES
/S
@ @ @ @ 10.2 j SINGLE GANG BOX é s ol THIS ENCLOSURE IS TO BE SEALED BY MEANS INCLUDING (BUT NOT LIMITED TO):
JUNCTION BOX RED & BLUE WIRE TO AGENT RELEASE MODULE 1 1. WALLS MUST EXTEND FROM THE SLAB BELOW A RAISED FLOOR TO THE OVERHEAD DECK AND
YELLOW & GREEN WIRE MUST BE KEPT SHUNTED Uistrut BE SEALED AT BOTH DECKS. ALL CRACKS, HOLES, AND PENETRATIONS LEADING OUT OF THE
PROTECTED ENCLOSURE MUST BE SEALED.
| | | | | AGENT RELEASE MODULE CONTAINER MOUNTING DETAIL 2. BLOCK WALLS MUST BE PAINTED WITH A MINIMUM OF 2—3 COATS OF PAINT.
INSTALLATION NTS NTS. 3. WINDOWS SHOULD HAVE SILICONE SEALING PLACED AROUND THE GLASS AND AROUND THE FRAME.
4. DOORS MUST BE WEATHER-STRIPPED AND BE EQUIPPED WITH A DROP SEAL. BRUSH TYPE SEALS
| 15'—6" 32'_0" | 34'_§" 132'_0" 12— a%" | Sch. 40 Piping, ARE GENERALLY NOT ADEQUATE. DOUBLE DOORS MUST HAVE AN ASTRAGAL SEAL. DOORS NORMALLY
| . . - . . , KEPT OPEN SHALL BE SELF—CLOSING AND BE EQUIPPED WITH A PANEL ACTUATED MAGNETIC RELEASE
- ————— ————— ———————————— ———— — - J FIKE FE—25 NOZZLE LIMITATIONS ——— &= 3" Victaulic Coupling 5. BULKHEADS MUST BE IN PLACE BELOW DOORS WHERE THE RAISED FLOOR CONTINUES OUT OF
R L O I I PN INE A A R b SRR =Y)N NS I N N PRALE b A R THE PROTECTED ENCLOSURE. BULKHEADS MUST BE CAULKED AND SEALED AT BOTH LOWER
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N e e e e e e e e e e e e e e NI 360" Nozzle 180" Nozzle b B ——————1eB Hounting Sirap ,
! ! L Lo L Lot A L 3 48.75" (650 Ib) (2 Needed for 1000 Ib Cylinder) 9. ALL SEALING MATERIALS SHALL HAVE SAME FIRE RATING AS REQUIRED FOR WALL CONSTRUCTION.
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